6. Design A u t h o r i t y 1 Design AgentICog. E"gr.:
The bottles and associated valves will be procured as commercial grade. A CGI Upgrade Dedication Form will be prepared. Bottle is steel and is size " 1 A " . Bottles will be fabricated t o requirements of DOT standards (49 CFR 178.37). Valves are furnished as part of the helium bottles. The Documentation supplied by the fabricator will include serial number identification for the bottles. The bottles are n o t individually seismically tested. The facility equipment rackhestraints holding them require seismic design and certification. Seismic testing of the assembled panel will be done with a " 1 A " bottle and connecting flex hose installed. 
